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Kuttwattr wnitoring was performed during one twenty-four hour survey 
Starting Tuesday, Hay 13, 1980. 

ft* results of this surveyoetfthe final limitations in the facility's 
Water tescjrces Comission Stipulation No. 00178 (Table 3). 

The l«r»ey results are compared to the self-monitoring results reported 
in tN coc^aiiy's Monthly Operating Report. Survey results are slightly lower 
than t»!d concentrations reported by the company (Table 3). 

IN# caa^site sample was split with the company for comparison of labora­
tory results. The toapany's suspended solid concentration was slightly greater 
thaw the Environmental Protection Bureau Laboratory result (Table 4). 

The last survey conducted at this company was in Hay, 1978. Results from 
both fUTiieys are similar except for flow. The flow this survey was about half 
the prfelaus survey's flow (Table 5). 

Survey Co*t«t 

The geometric mean of four fecal coliform grab samples collected during the 
survey was 14,000 cts/100 ml. 

Plant hroctss 
TRU Inc., Portland Works, manufacturers and assembles steering components 

far heavy road cguipment. The plant operates 24 hours a day, 5 to 6 days a week. 
The compaiV toploys 330 people at the plant. 

The plant receives unfinished forgings, which are machined, heat treated, 
assea6lld and shipped. Some parts are forged at the plant from steel stock and 
then nchincd and assenhled. 
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Water, Wastewater i Treatment 

All the water used at the plant is from the City of Portland. Domestic 
wastewater is discharged to six septic tanks and operated in a series, which 
overflow to the first of three settling lagoons. pTnui-. 

Process and cooling wastewater from the parts washers, heat treating 
operation, cooling towers, air compressors, boiler blowdown, bonderizer line 
and paint room are discharged to one of two storage tanks. Ferric chloride 
and a anionic polymer are added. The wastewater as it is pumped from the storage 
tank to a clarifier. The effluent from the clarifier is discharged to the first 
Of three lagoons operated in series. The final lagoon discharges to a swampy 
area, which is the flood plain of the Grand River, outfall 340020 (Figure 1). 

Sludge from the clarifier is pumped to a sludge drying area near to the^— 
clarifier. 
" -.Iwa •' 

Stormwater runoff from the roof and parking lots is discharged into the f*"'*' f 
first lagoon. 

Survey Procedure 

The flow and sample were obtained as follows; 

Outfall Flow Measurement 

340020 Staff installed 12" rectangular 
weir & water level recorder. 

Samplinq 

Automatic scoop-type sampler 
& individual grab samples. 

A water level recorder provides a continuous account of the liquid level or 
head above the crest of a weir. A head versus time graph is obtained for the 
duration of the survey period. The total volume of wastewater over the weir 
or during the survey period is computed from the graph. 

An automatic sampler composites samples at timed intervals. Samples may 
be proportional to the instantaneous flow over the weir or through the flume. 

Polychlorinated biphenyl (PCB) composite samples are collected by the grab 
composite method. 

A grab composite consists of a series of individual grabs composited into 
one sample. 

An individual grab is a single instantaneous sample. 

Samples were analyzed by the Environmental Protection Bureau Laboratories 
located in Lansing. 

Samples were preserved according to Table 6. The results of the physical, 
chemical and bacteriological analyses are presented in Tables 1 & 2. 
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TRW Inc. - Portland 

Table 2 Analyses of grab samples. 

Date Time 

340020 
5:^3^0 
5-13-80 
5-14-80 
5-14-80 

5-13-80 
5-14-80 

1300 
2100 
0815 
1300 

Flowl 
M-i/day 

462 
371 

Temp.2 

15.0 
13.0 

jHi 
s.u. 

8.0 
7.4 

Fecal O&G 
col i form I.R. 
cts/lOO ml mg/l 

O&G 
Gray. 
mg/l 

Ammonia 
nitrogen 

n 
2100 
0815 

mg/l 

0.99 
1.4 

Total 
phosphorus 

mg/l 

0.52 
0.44 

11.000 
15,000 1 
12,000 < 1 
22,000 
14,000 Geometric Mean 

< 2 
< 2 

BODg 
mg/l 

19 
22 

COD TOO 
mg/l mg/l 

85 
85 

30. 
28 

Susp. 
sol ids 
mg/l 

24 
26 

Diss. 
sol ids 
mg/l 

536 
532 

Nitrite & 
nitrate 
nitrogen 

mg/l 

0.13 
0.07 

1 - Flow at time of grab sampling. 
2 - Values determined in the field at time of sampling. 

Table 3 Comparison of survey results with the facility's Stipulation and Monthly Operating Report 

Parameter (Unit) 

/ to lUt-Kd* ^ 
iting Report. 

Daily Monthly Monthly 
Maximum . Average Maximum 5-13-80 5-14-80 

255 405 376 114 
35 29 36 36 36 
15 8 12 5 9 

not <6.5 nor >9.0 min. 7.8 9.0 8.55 8.7 

340020 
Flow (Ml/day) 
Suspended solids (mg/l) 
Oil & Grease (mg/l) 
pH (S.U.) 

1 - Survey results are for the composite sample. Grab sample ranges are shown in parentheses ( 
To obtain MOD multiply M3/day by 0.0002642 
To obtain lbs/day multiply kg/day by 2.205 

Survey Results^ 

387 
22 (24, 26) 

(<2, <2) 
(8.0, 7.4) 

). 
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* Co»pir1son of the laboratory analytical results obtained by TRH Inc 
Portland and the Environmental Protection Bureau from the split coei-
posite sample. 

Outfell 

Flow (H3/«Hy) 

Suspended solids 

* Flow Obtained from company totalizer. 

r% ^ Comparison of the previous survey results with the results obtained 
in this survey. 

Outfall 

Survey Date From 
To 

Flow rate (M^/day) 

340020 

5-30-78 
5-31-78 

660 

5-13-80 
5-14-80 

387 

mg/1 mil 
Suspended solids 
Dissolved solids 

25 
57D 

• 22 
532 

COO 72 t 97 
Phenol 0.D2 0.048 

BOD5. 27 11 

Total cliromium (Cr) 
Total copper (Cu) 

< 0.01 
< 0.01 

< 0.05 
< 0.02 
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Table 6 Sample Preservation 

Parameter Preservative 
340020 COD & TOC 10 drops conc. H2SO4/25O ml (to pH <2). 

TRH Inc 

376» 

E.P.B. 

387 
Cyanide & Phenolics Dechlorinate with ascorbic acid (if needed) 

10 drops 10 N NaOH (to pH 12)/250 ml. 

"•9/1 mil Total Metals 2 ml 1:1 HNO3/250 ml (to pH <2). 

36 22 Microbiology 2 drops 10% sodium thiosulfate/125 ml to 
dechlorinate sample. 

Oil & Grease 10 drops conc. H2S04/250 ml (to pH <2). 

All samples cooled to 4°C and preserved upon collection and chain of custody 
maintained. 

Survey by: 

Contact with Management: 

Certified Operator: 

Hydrocarbon Analyses by: 

Physical, Chemical & 
Bacteriological Analyses by: 

Report by: 

Gary Boersen, Environmental Engineer 
Edward Hamilton, Hater Quality Technician 
Joseph Hey, Hater Quality Technician 

Hike Fox, Industrial Engineer 

Gary Hattis, Haste Treatment Operator 

Environmental Protection Bureau Laboratory 

Environmental Protection Bureau Laboratory 

Gary Boersen 
Joseph Hey 
Point Source Studies Section 
Environmental Services Division 
Environmental Protection Bureau 
Michigan Dept. of Natural Resources 

Distribution "A" 
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figure 1 Vicinity Hap of TRW, Inc. .and Surroundimj Area of Portland 

Treatment 
Plant 

TRW. Inc. 
Mich. Div. 
Portland Div. 




